
MIXED CONSTRUCTION: NO YES

FIRE SUPPRESSION 
SYSTEM: NO YES PARTIAL NFPA 13 NFPA 13R

BUILDING HEIGHT: FT NUMBER OF STORIES

GROSS BUILDING AREA:

2ND FLOOR

1ST FLOOR

LOWER LEVEL

TOTAL

FLOOR

0

0

0

0

BUILDING INFORMATION

OCCUPANCY GROUPS:

BUILDING OCCUPANCY (IBC 2018)

ASSEMBLY: GROUP

BUSINESS: GROUP B

EDUCATIONAL: GROUP E

FACTORY & INDUSTRIAL: GROUP

HIGH HAZARD: GROUP

INSTITUTIONAL: GROUP

MERCANTILE: GROUP M

RESIDENTIAL: GROUP

STORAGE: GROUP

UTILITY & MISCELLANEOUS: GROUP U

MIXED OCCUPANCY: NO YES

NONSEPARATED USE (508.3.1) - NONSEPARATED OCCUPANCIES SHALL BE INDIVIDUALLY 
CLASSIFIED IN ACCORDANCE WITH SECTION 302.1. THE REQUIREMENTS OF THIS CODE 
SHALL APPLY TO EACH PORTION OF THE BUILDING BASED ON THE OCCUPANCY 
CLASSIFICATION OF THAT SPACE. IN ADDITION, THE MOST RESTRICTIVE PROVISIONS OF 
CHAPTER 9 THAT APPLY TO THE NONSEPARATED OCCUPANCIES SHALL APPLY TO THE 
TOTAL NONSEPARATED OCCUPANCY AREA.

ALLOWABLE BUILDING AREA AND HEIGHT (508.3.2) - THE ALLOWABLE BUILDING AREA AND 
HEIGHT OF THE BUILDING OR PORTION THEREOF SHALL BE BASED ON THE MOST 
RESTRICTIVE ALLOWANCES FOR THE OCCUPANCY GROUPS UNDER CONSIDERATION FOR 
THE TYPE OF CONSTRUCTION OF THE BUILDING IN ACCORDANCE WITH SECTION 503.1.

16,000

26,270

16,380

58,650

2018 INTERNATIONAL BUILDING CODE  & LOCAL AMENDMENTS
2018 INTERNATIONAL ENERGY CONSERVATION CODE & LOCAL AMENDMENTS 
2017 NATIONAL ELECTRICAL CODE & LOCAL AMENDMENTS
2012 INTERNATIONAL FIRE CODE   LOCAL AMENDMENTS
2018 INTERNATIONAL MECHANICAL CODE & LOCAL AMENDMENTS
2018 UNIFORM PLUMBING CODE & LOCAL AMENDMENTS
2012 LIFE SAFETY CODE NFPA 101
2010 ADA STANDARDS FOR ACCESSIBLE DESIGN 

APPLICABLE BUILDING CODES:

EXISTING NEW

28 2

A-3 I-3

#

S-1#

#

CONSTRUCTION 
TYPE (IBC / NFPA) :

I-A
I (332)

II-A 
II (111)

III-A 
III (211)

IV
IV (2HH)

V-A  
V (111)

I-B
I (222)

II-B 
II (000)

III-B 
III (200)

V-B 
V (000)

OCCUPANCY GROUPS:

BUILDING OCCUPANCY (NFPA 101 - 2012)

ASSEMBLY

BUSINESS

DETENTION AND CORRECTIONAL

STORAGE

15 East Main, Suite 201
Vermillion SD 57069
Phone 605-624-1081
FAX: (402) 476-9722

1221 N Street, Suite 600
Lincoln NE 68508

Phone  402-476-9700
Fax 402-476-9722

LINCOLN: VERMILLION:

PROJECT NUMBER:

DATE:

INDEX OF DRAWINGS

I, 
AM THE COORDINATING 
PROFESSIONAL ON THE 

VICINITY MAP BUILDING INFORMATION

130 South 5th Street
Norfolk, NE 68701

NORFOLK:

NBEA Certificate of Authorization #CA0539

York County

Jail Fire Suppression

25-0026

06-23-2025

510 N Lincoln Ave
York, NE 68467

510 N Lincoln Ave
York, NE 68467

Steve Severson

Jail Fire Suppression

SHEET NUMBER

SHEET TITLE

CLIENT INFORMATION

PROJECT INFORMATION

JOB #

ISSUE DATE

Checked by
Drawn by

Davis Design  All Rights Reserved
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Jail Fire
Suppression

510 N Lincoln Ave
York, NE 68467

G-001

Cover Page

25-0026

06-23-2025

York County

100% CD SUBMITTAL

No. Sheet Name

Fire Protection Sheets

G-001 Cover Page

General Sheets

G-101 Code Summary, Fire Exiting
and Separation

Architectural Sheets

A-001 Symbol Legends, General
Notes

Architectural Sheets

A-101-0 Basement Level Floor Plan

A-101-1 First Level Floor Plan

A-102-1 First Level Ceiling Plan

Fire Protection Sheets

FG101 Fire Suppression Symbols,
General Notes, & Details

Fire Protection Sheets

FD101-0 Basement Level Fire
Suppression Demo Plan

FD101-1 First Level Fire Suppression
Demo Plan Copy 1

Fire Protection Sheets

FX100-1 First Level Zoning Plan

FX101-0 Basement Level Fire
Suppression Plan

FX101-1 First Level Fire Suppression
Plan

Revisions

ID Date Description



UP

UP

UP UP

UP

UP

UP UPUP
UP

UP

UP

UP

UP

UP
UP

UP

EXISTING 
BUSINESS 
OCCUPANCY

EXISTING 
DETENTION 
OCCUPANCY

EXISTING 
STORAGE 
OCCUPANCY

EXISTING 
BUSINESS 
OCCUPANCY

EXISTING 
BUSINESS 
OCCUPANCY

MIXED CONSTRUCTION: NO YES

FIRE SUPPRESSION 
SYSTEM: NO YES PARTIAL NFPA 13 NFPA 13R

BUILDING HEIGHT: FT NUMBER OF STORIES

GROSS BUILDING AREA:

2ND FLOOR

1ST FLOOR

LOWER LEVEL

TOTAL

FLOOR

0

0

0

0

BUILDING INFORMATION

OCCUPANCY GROUPS:

BUILDING OCCUPANCY (IBC 2018)

ASSEMBLY: GROUP

BUSINESS: GROUP B

EDUCATIONAL: GROUP E

FACTORY & INDUSTRIAL: GROUP

HIGH HAZARD: GROUP

INSTITUTIONAL: GROUP

MERCANTILE: GROUP M

RESIDENTIAL: GROUP

STORAGE: GROUP

UTILITY & MISCELLANEOUS: GROUP U

MIXED OCCUPANCY: NO YES

NONSEPARATED USE (508.3.1) - NONSEPARATED OCCUPANCIES SHALL BE INDIVIDUALLY 
CLASSIFIED IN ACCORDANCE WITH SECTION 302.1. THE REQUIREMENTS OF THIS CODE 
SHALL APPLY TO EACH PORTION OF THE BUILDING BASED ON THE OCCUPANCY 
CLASSIFICATION OF THAT SPACE. IN ADDITION, THE MOST RESTRICTIVE PROVISIONS OF 
CHAPTER 9 THAT APPLY TO THE NONSEPARATED OCCUPANCIES SHALL APPLY TO THE 
TOTAL NONSEPARATED OCCUPANCY AREA.

ALLOWABLE BUILDING AREA AND HEIGHT (508.3.2) - THE ALLOWABLE BUILDING AREA AND 
HEIGHT OF THE BUILDING OR PORTION THEREOF SHALL BE BASED ON THE MOST 
RESTRICTIVE ALLOWANCES FOR THE OCCUPANCY GROUPS UNDER CONSIDERATION FOR 
THE TYPE OF CONSTRUCTION OF THE BUILDING IN ACCORDANCE WITH SECTION 503.1.

16,000

26,270

16,380

58,650

2018 INTERNATIONAL BUILDING CODE  & LOCAL AMENDMENTS
2018 INTERNATIONAL ENERGY CONSERVATION CODE & LOCAL AMENDMENTS 
2017 NATIONAL ELECTRICAL CODE & LOCAL AMENDMENTS
2012 INTERNATIONAL FIRE CODE   LOCAL AMENDMENTS
2018 INTERNATIONAL MECHANICAL CODE & LOCAL AMENDMENTS
2018 UNIFORM PLUMBING CODE & LOCAL AMENDMENTS
2012 LIFE SAFETY CODE NFPA 101
2010 ADA STANDARDS FOR ACCESSIBLE DESIGN 

APPLICABLE BUILDING CODES:

EXISTING NEW

28 2

A-3 I-3

#

S-1#

#

CONSTRUCTION 
TYPE (IBC / NFPA) :

I-A
I (332)

II-A 
II (111)

III-A 
III (211)

IV
IV (2HH)

V-A  
V (111)

I-B
I (222)

II-B 
II (000)

III-B 
III (200)

V-B 
V (000)

OCCUPANCY GROUPS:

BUILDING OCCUPANCY (NFPA 101 - 2012)

ASSEMBLY

BUSINESS

DETENTION AND CORRECTIONAL

STORAGE

CORRIDOR WALL
IBC 1020.1

FIRE BARRIER 1-HOUR

SMOKE BARRIER
1 HOUR FIRE RATED AND RESTRICT MOVEMENT OF SMOKE -
IBC 709.3 
NFPA 18.3.7.3

FIRE BARRIER 2-HOUR

FIRE BARRIER 3-HOUR

FIRE BARRIER 4-HOUR

VERTICAL SHAFT

EXIT PASSAGEWAY

INCIDENTAL USE OR 
HAZARDOUS AREA
AS DESIGNATED BY NFPA 101, 
SECTION 3.3.13.2, 8.4, 18.3.2, 
19.3.2, 20.3.2, 21.3.2, 38.3.2, AND 
39.3.2 
IBC 509

FIRE EXTINGUISHER

FIRE EXTINGUISHER CABINET

SMOKE PARTITION
IBC 710
NFPA 8.4 - SPRINKLER PROTECTED HAZARDOUS 
AREAS SUITES IBC

IBC 2018 AND NFPA 2012

CODE LEGEND

FE

FEC

EXIT ACCESS 
TRAVEL DISTANCE

EGRESS LEGEND

COMMON PATH 
OF TRAVEL

DEAD-END 
CORRIDOR LENGTH

20' DEAD END DEAD END

CUMULATIVE FLOOR 
OCCUPANT LOAD 
TAG

3 ABOVE

1 BELOW

2 CURRENT

FROM ABOVE LEVEL 
OF DISCHARGE

@ LEVEL OF 
DISCHARGE

FROM BELOW LEVEL 
OF DISCHARGE

100

36"

12"
REQUIRED EXIT 
TAGS:

CALCULATED 
OCCUPANT LOAD FOR 
THE EXIT

EXIT WIDTH REQ'D 
BY CODE

ACTUAL OPENING 
WIDTH

AGGREGATE LOAD 
OCCUPANCY TAG

EDUCATIONAL
CLASSROOM

2 - EXITS REQUIRED

85

FUNCTION OF 
SPACE

OCCUPANCY 
LOAD FOR ROOM 
OR SPACE

COMMENTS

THIS PAGE MUST BE PRINTED IN COLOR

4 OR MORE STORIES 2-HOUR 
FIRE BARRIER

3 OR FEWER STORIES 1-HOUR 
FIRE BARRIER

EXISTING FIRE 
SUPPRESSION SYSTEM

FIRE WALL
SEE PLAN FOR FIRE RATING
IBC 706
NFPA 8.2.1.3 

FIRE PARTITION 3O MINUTES
IBC 708

FIRE PARTITION 1-HOUR
IBC 708

IBC 707

IBC 707

IBC 707

IBC 707

IBC 713

IBC 1024

2-HOUR FIRE 
BARRIER

1-HOUR FIRE 
BARRIER

NEW FIRE SUPPRESSION 
SYSTEM

SHEET NUMBER

SHEET TITLE

CLIENT INFORMATION

PROJECT INFORMATION

JOB #

ISSUE DATE

Checked by
Drawn by
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Jail Fire
Suppression

510 N Lincoln Ave
York, NE 68467

G-101

Code
Summary, Fire
Exiting and
Separation

25-0026

06-23-2025

Checker
Author

York County

100% CD SUBMITTAL

1/16" = 1'-0"
1

BASEMENT FIRE EXITING AND SEPERATION PLAN
1/16" = 1'-0"

2
FIRST FIRE EXITING AND SEPERATION PLAN

1/16" = 1'-0"
3

SECOND FIRE EXITING AND SEPERATION PLAN

Revisions

ID Date Description



SHEET NUMBER 
ORGANIZATION
1. DISCIPLINE DESIGNATOR

2. SHEET TYPE

• G - GENERAL SHEETS THAT APPLY TO ALL DISCIPLINES  
• H - HAZARDOUS MATERIALS HAZARDOUS MATERIALS THAT WILL BE ABATED 

PRIOR TO THE START OF CONSTRUCTION 
• V - SURVEYS / MAPPING SURVEYS PLANS 
• B - GEOTECHNICAL BORING LOCATIONS, ETC. 
• C - CIVIL SITE GRADING, PAVING AND UTILITIES
• L -  LANDSCAPING PLANTING AND IRRIGATION  
• S - STRUCTURAL WORK  
• A - ARCHITECTURAL WORK 
• I - INTERIOR DESIGN 
• Q -  EQUIPMENT PURCHASED BY OWNER AND INSTALLED BY THE CONTRACTOR 
• FS - FOOD SERVICE
• F - FIRE SUPPRESSION 
• P - PLUMBING WORK 
• M - HEATING VENTILATING AND AIR CONDITIONING 
• E - ELECTRICAL WORK  

NOTE: LETTER "D" AFTER EACH DISCIPLINE DESIGNATOR DENOTES DEMOLITION 
SHEET

• 0 GENERAL INFORMATION, SYMBOLS, LEGENDS 
• 1 PLANS
• 2 EXTERIOR ELEVATIONS 
• 3 BUILDING CROSS SECTIONS, WALL SECTIONS
• 4 LARGE SCALE VIEWS ENLARGED PLANS, INTERIOR ELEVATIONS, ELEVATOR 

SECTIONS AND STAIR SECTIONS, 
• 5 DETAILS
• 6 SCHEDULES AND DOOR INFORMATION
• 7 PROJECT SPECIFIC INFORMATION

4. FLOOR LEVEL MODIFIER
THESE CHARACTERS DENOTE EITHER THE NUMBER OF THE FLOOR 
SHOWN ON THE SHEET OR THE NEXT SEQUENTIAL NUMBER OF THAT SERIES OF 
SHEETS.

5. AREA DESIGNATION
THIS CHARACTER DENOTES THE BUILDING AREA, WING OR OTHER SUCH DIVISION.  
TYPICALLY SHOWN ON PLAN SHEETS AT 1/8"=1'-0".  

SHEET NUMBER EXAMPLE:

1. DISCIPLINE

2. DEMOLITION MODIFIER

3. SEQUENCE 
• 01 FLOOR 
• 02 CEILING 

3. SEQUENCE

AD-101-1

4. FLOOR LEVEL

5. AREA DESIGNATION

(MEDIUM)

(LARGE) AD-101-1A

AD-101ALT.

PROJECTS ON ONLY ONE 
LEVEL AND ONLY ONE 
AREA

2. SHEET TYPE

BRICK

CONCRETE

EARTH MATERIALS

GRAVEL

STEEL

ALUMINUM 

PRE-CAST CONCRETE

WOOD BLOCKING

CONCRETE MASONRY 
UNIT

MATERIAL SYMBOLS

BATT INSULATION

GYPSUM BOARD

PLYWOOD

RIGID INSULATION

WOOD

GENERAL REFERENCE DETAIL

1

A-101

INDICATES DETAIL NUMBER

INDICATES SHEET UPON WHICH DETAIL 
APPEARS

BUILDING SECTION REFERENCE

1

A-301

1

A-301

1

A-401

WALL SECTION REFERENCE

COLUMN LINE NUMBER

A

3

A-201

ELEVATION REFERENCES

3

A-201

OR

PLAN ELEVATION REFERENCE

FLOOR LEVEL

100'-0"

1

A-401

DETAIL REFERENCE

OR
1

A-401

PARTITION TYPE TAG

25

WINDOW TAG

11

DOOR NUMBER

1
0
1
a 101a

ROOM TITLE/ NUMBER

ROOM NAME
ROOM ##

ARCHITECTURAL SYMBOLS

KEYNOTE DEMOLITION SYMBOL

KEYNOTE ARCHITECTURE SYMBOL

CURTAIN WALL INSTANCE TAG

25

01

01

SHEET NUMBER

SHEET TITLE

CLIENT INFORMATION

PROJECT INFORMATION

JOB #

ISSUE DATE

Checked by
Drawn by

Davis Design  All Rights Reserved

1
5
 E

a
s
t 

M
a
in

, 
S

u
it
e
 2

0
1

V
e
rm

ill
io

n
 S

D
 5

7
0
6
9

V
e

rm
il

li
o

n

1
2
2
1
 N

 S
tr

e
e
t,

 S
u
it
e
 6

0
0

L
in

c
o
ln

 N
E

 6
8
5
0
8

L
in

c
o

ln

ISSUE FOR

1
3
0
 S

o
u
th

 5
th

S
tr

e
e
t

N
o
rf

o
lk

, 
N

E
 6

8
7
0
1

N
o

rf
o

lk

\\
L

N
K

-F
IL

E
S

-0
1

\Y
o
rk

C
o

u
n

ty
C

o
u
rt

h
o

u
s
e

\2
5

-0
0

2
6

_
J
a

ilF
ir

e
S

u
p
p

re
s
s
io

n
\B

IM
_

C
A

D
\B

IM
\2

5
-0

0
2
6

_
J
a

ilF
ir

e
S

u
p

p
re

s
s
io

n
_
A

I_
V

2
4

.r
v
t

6
/1

7
/2

0
2

5
 1

0
:3

7
:2

4
 A

M

Jail Fire
Suppression

510 N Lincoln Ave
York, NE 68467

A-001

Symbol
Legends,
General Notes

25-0026

06-23-2025

Checker
Author

York County

100% CD SUBMITTAL

Z MODULUS OF SECTION

J A N JANITOR YI YARD INLET

PVF POLYVINYL FLUORIDE (PLASTIC) YH YARD HYDRANT

PVC POLYVINYL CHLORIDE (PLASTIC) YD YARD

PVA POLYVINYL ACETATE XXH DOUBLE EXTRA HEAVY

PTUBE PNEUMATIC TUBE XPS EXTRUDED POLYSTYRENE BOARD INSULATION

PTT PORCELAIN TILE TRIM XL EXTRA LARGE

PT PAINT OR PAINTED XFER TRANSFER

PSI POUNDS PER SQUARE INCH XBRA CROSSBRACING

PSF POUNDS PER SQUARE FOOT X BRACE CROSS BRACE

PS POLYSTYRENE PLASTIC WWF WELDED WIRE FABRIC

PRVC PRIVACY CURTAIN WT WEIGHT OR WINDOW TREATMENT

PREP PREPARATION WST WOOD STAIN

DWG DRAWING PRELIM PRELIMINARY WP WALL PROTECTION

DW DISHWASHER PREFAB PREFABRICATE WI WROUGHT IRON

DT DRAIN TILE PR PAIR WH WATER HEATER

DS DOWNSPOUT PP POLYPROPYLENE PLASTIC WD WOOD

DRS DRESSING ROOM POLY POLYETHYLENE PLASTIC WC WALL COVERING

DR DOOR PO PURCHASE ORDER WB WOOD BASE

DL DEAD LOAD IW IRRIGATION WATER PMF PROBABLE MAXIMUM FLOOD W/W WALL-TO-WALL

DISP DISPENSER ITS INTERTEK TESTING SERVICES PLYWD PLYWOOD W/O WITHOUT

DIAG DIAGRAM ISO ISOMETRIC PLF POUNDS PER LINEAR FOOT W/ WITH

DIA DIAMETER INV EL INVERT ELEVATION PLAM HIGH PRESSURE PLASTIC LAMINATE W WIDE

DG DECORATIVE GLASS INV INVERT PKG PACKAGE VWC VINYL WALL COVERING

DET DETAIL INT DES INTERIOR DESIGN PIV POST INDICATOR VALVE VTR VENT THROUGH ROOF

DEPT DEPARTMENT INT INTERIOR PIB POLYISOBUTYLENE (PLASTIC) VS VENT STACK

DBL DOUBLE INSUL INSULATION PI POINT OF INTERSECTION VOC VOLATILE ORGANIC COMPOUND

dBA UNIT OF SOUND LEVEL IN INCH OR INCHES PHAR PHARMACY VIF VERIFY IN FIELD

D DEEP, DEPTH AND PENNY (NAIL) IMP INSULATED METAL PANEL PERF PERFORATED VEST VESTIBULE

CUST CUSTODIAN IMH INLET MANHOLE PED PEDESTAL VERT VERTICAL

CURT CURTAIN IF INSIDE FACE PCT PORCELAIN TILE VENT VENTILATION OR VENTILATOR

CU CUBIC ID INSIDE DIAMETER PCC PRECAST CONCRETE VCT VINYL COMPOSITION TILE

CTT CERAMIC TILE TRIM IBC INTERNATIONAL BUILDING CODE PCB POLYCHLORINATED BIPHENYL VB VINYL BASE

CTRL CONTROL IB INTEGRAL BASE PCA PORTLAND CEMENT ASSOCIATION VAC VACUUM

CTR CENTER IAQ INDOOR AIR QUALITY PC POINT OF CURVE OR POLYCARBONATE UTIL UTILITY

CTF CERAMIC TILE FLOOR Hz HERTZ PBD PARTICLEBOARD UON UNLESS OTHERWISE NOTED

CT CERAMIC TILE HYD HYDRANT PASS PASSAGE UNO UNLESS NOTED OTHERWISE

CSK COUNTER SUNK HW DOOR HARDWARE PART PARTIAL UL UNDERWRITERS LABORATORIES

CS CAST STONE HT HEIGHT Pa PASCAL UGND UNDERGROUND

CPT CARPET HSS HOLLOW STRUCTURAL SECTION P PAINT UBC UNIFORM BUILDING CODE

CPRS COMPRESSIBLE HSKPG HOUSEKEEPING OZ OUNCE TYP TYPICAL

CORR CORRIDOR HOSP HOSPITAL OVFL OVERFLOW TW TACK WALL

COORD COORDINATE HORIZ HORIZONTAL OSHA OCCUPATIONAL SAFETY AND HEALTH ADMINSTRATION TS TENSILE STRENGTH

CONT CONTINUE OR CONTINUOUS HMF HOLLOW METAL FRAME ORD OVERFLOW ROOF DRAIN TP TELEPHONE POLE OR TRANSLUCENT PLASTIC

CONF CONFERENCE HMD HOLLOW METAL DOOR OR OPERATING ROOM TOW TOP OF WALL

CONC CONCRETE HM HOLLOW METAL OPP OPPOSITE TOS TOP OF STEEL

COL COLUMN HGR HANGER OPNG OPENING TOPO TOPOGRAPHY

CO2 CARBON DIOXIDE HDWD HARDWOOD OH DR OVERHEAD COILING DOOR TOC TOP OF CURB

CO CARBON MONOXIDE HDW HARDWARE OFF OFFICE TN TRUE NORTH

CMU CONCRETE MASONRY UNIT HDPE HIGH DENSITY POLYETHYLENE OF/OI OWNER FURNISHED/OWNER INSTALLED THRUOUT THROUGHOUT

CMT CERAMIC MOSAIC TILE HDO HIGH DENSITY OVERLAY OF/CI OWNER FURNISHED/CONTRACTOR INSTALLED THRU THROUGH

CMPST COMPOSITE HCP HANDICAPPED OF OUTSIDE FACE THK THICKNESS

CMP CORRUGATED METAL PIPE HC HANDICAP OD OUTSIDE DIAMETER TG TEMPERED GLASS

CLR CLEAR HB HOSE BIB OCC OCCUPY, OCCUPANTS OR OCCUPANCY TEMP TEMPORARY

CLO CLOSET H HIGH OC ON CENTER TCNA TILE COUNCIL OF NORTH AMERICA

CLG CEILING GYP BD GYPSUM BOARD OA OVERALL TB TACKBOARD

CL CENTER LINE GYP GYPSUM O OXYGEN T&G TONGUE AND GROOVE

CJ CONSTRUCTION OR CONTROL JOINT GYM GYMNASIUM NTS NOT TO SCALE T&B TOP AND BOTTOM

CIR CIRCLE GWB GYPSUM BOARD NS NEAR SIDE T TREAD

CIP CAST-IN-PLACE GSB GYPSUM SHEATHING BOARD NRCA NATIONAL ROOFING CONTRACTORS ASSOCIATION SYS SYSTEM

CI CURB INLET GR BM GRADE BEAM NOM NOMINAL SVF SHEET VINYL FLOORING

CHK COAT HOOK GR GROUT NO NUMBER SUSP SUSPEND OR SUSPENDED

CH CHANNEL GMT GLASS MOSAIC TILE NIC NOT IN CONTRACT SUB FL SUBFLOOR

CG CORNER GUARD GLZ GLAZING NFPA NATIONAL FIRE PROTECTION ASSOCIATION STW STORM WATER

CF/CI CONTRACTOR FURNISHED/CONTRACTOR INSTALLED GL GLASS NF NEAR FACE STRUCT STRUCTURAL

CF CONTRACTOR FURNISHED GC GENERAL CONTRACTOR N NEWTON OR NORTH STOR STORAGE

CER CERAMIC GALV GALVANIC OR GALVANIZED MWP MEMBRANE WATERPROOFING STN STONE (NATURAL) TILE

CD CONSTRUCTION OR CONTRACT DOCUMENTS GA GAGE MW MICROWAVE STL STEEL

CB CARRIAGE BOLT OR CATCH BASIN FWC FABRIC WALLCOVERING MULL MULLION STIR STIRRUP

CAC CEILING ATTENUATION CLASS FURN FURNITURE MTL METAL STD STANDARD

C&P CARPET AND PAD FURG FURRING MTG MOUNTING STC SOUND TRANSMISSION COEFFICIENT

BUR BUILT-UP ROOFING FTNG FOOTING MTD MOUNTED ST STAIRS

BSMT BASEMENT FT FOOT OR FEET MT METAL TRIM SST STAINLESS STEEL

BS BOTHSIDES FRZ FREEZER MOD BIT MODIFIED BITUMEN SSCG STAINLESS STEEL CORNER GUARD

BRKT BRACKET FRP FIBERGLASS REINFORCED PLASTIC mm MILLIMETER SS SANITARY SEWER OR SOLID SURFACE

BRG BEARING FRMG FRAMING MISC MISCELLANEOUS SQ SQUARE

BRDG BRIDGING FR GL FRITTED GLASS MIN MINIMUM SPF SPRUCE-PINE-FIR

BRCG BRACING FR FIRE RATING OR RESISTANT MH MANHOLE SPEC SPECIFICATION

BOT BOTTOM FM FACTORY MUTUAL MFR REC MANUFACTURER'S RECOMMENDATION SP SCIENTIFIC PANEL (TRESPA) OR STANDPIPE

BOS BOTTOM OF STEEL FLR FIN FLOOR FINISH MFR MANUFACTURER SIM SIMILAR

BOC BACK OF CURB FLR FLOOR MFG MANUFACTURING SHTHG SHEATHING

BO BOTTOM OF FL FLOORLINE MFD MANUFACTURED SHT SHEET

BN BULLNOSE FIXT FIXTURE MEZZ MEZZANINE SF SAFETY FACTOR OR SQUARE FOOT (FEET)

BM BENCH MARK OR BEAM FIN FINISH MED MEDICAL OR MEDICINE SECT SECTION

BLKT BLANKET FHC FIRE HOSE CABINET MECH MECHANICAL SDT STATIC DISSIPATIVE TILE

BLKHD BULKHEAD FH FIRE HYDRANT MDO MEDIUM DENSITY OVERLAY SD SMOKE DETECTOR OR STORM DRAIN

BLDG BUILDING FF&E FURNITURE, FIXTURE AND EQUIPMENT MC MANHOLE COVER SCP SCUPPER

BKG BACKING FEC FIRE EXTINGUISHER CABINET MB MARKER BOARD SBS STYRENE BUTADIEN STYRENE

BG BUMPER GUARD FE FIRE EXTINGUISHER MAX MAXIMUM SAN SANITARY

BF BOTH FACES FDTN FOUNDATION MATL MATERIAL S E P SEPARATE

BD BOARD FD FLOOR DRAIN MAINT MAINTENANCE RV ROOF VENT

B&B BALLED AND BURLAPPED FAB FABRIC M MOMENT RT RESILIENT TILE

AWI ARCHITECTURAL WOODWORKING INSTITUTE F/F FACE TO FACE LWM LOW WATER MARK ROW RIGHT OF WAY

AVG AVERAGE F FAHRENHEIT LVT LUXURY VINYL TILE RO ROUGH OPENING

AUX AUXILIARY EXP EXPAND, EXPANDED OR EXPANSION LVL LEVEL RND ROUND

AUTO AUTOMATIC EXIST EXISTING LT LIGHT RM ROOM

ASTM AMERICAN SOCIETY FOR TESTING AND MATERIALS EXCG EXISTING CORNER GUARD LPT LOW POINT RFS ROOM FINISH SCHEDULE

ASSY ASSEMBLY EWS EYE WASH STATION LLV LONG LEG VERTICAL RF RESILIENT FLOORING

ASPH ASPHALT EW EACH WAY LLH LONG LEG HORIZONTAL REST RESTROOM

ARCH ARCHITECT ETC ET CETERA AND SO FORTH LL LIVE LOAD RESIL RESILIENT

APC ACOUSTICAL PANEL CEILING ESMT EASEMENT LKR LOCKER REQT REQUIREMENT

AP ACRYLIC PANEL EQUIP EQUIPMENT LINO LINOLEUM REQD REQUIRED

ANSI AMERICAN NATIONAL STANDARDS INSTITUTE EQL SP EQUALLY SPACED LIN LINEAR REQ REQUIRE

ALUM ALUMINUM EQ EQUAL LIB LIBRARY REINF REINFORCE

ALT ALTERNATE EPX EPOXY RESIN LF LINEAR FOOT (FEET) REF REFRIGERATOR

AHJ AUTHORITY HAVING JURISDICTION EPS EXPANDED POLYSTYRENE BOARD INSULATION LDPE LOW DENSITY POLYETHYLENE RECIP RECIPROCAL

AFF ABOVE FINISHED FLOOR EPDM ETHYLENE PROPYLENE DIENE MONOMER LD BRG LOAD-BEARING REC RECESSED OR RECREATION

ADMIN ADMINISTRATION EPA ENVIRONMENTAL PROTECTION AGENCY LBS POUNDS RDG INS SOLID RIGID INSULATION

ADJ ADJUSTABLE EMER EMERGENCY LAU LAUNDRY RCP REFLECTED CEILING PLAN

ADA AMERICANS WITH DISABILITIES ACT ELEV ELEVATOR LAM LAMINATE RBF RUBBER FLOORING

AD AREA DRAIN ELEC ELECTRIC OR ELECTRICAL LAG LAGGING RB RESILIENT OR RUBBER BASE

ACT ACOUSTICAL CEILING TILE EL ELEVATION LAB LABORATORY RAB RABBETED

ACST ACOUSTIC EJ EXPANSION JOINT L ANGLE, LENGTH OR LONG R RADIUS, RANGE, RISER OR THERMAL RESISTANCE

ACS ACCESS EIFS EXTERIOR INSULATION AND FINISH SYSTEM KOP KNOCK OUT PANEL QTY QUANTITY

ABS ACRYLONITRILE BUTADIENE STYRENE EGSB EXTERIOR GYPSUM SHEATHING BOARD KIT KITCHEN QTT QUARRY TILE TRIM

A/V AUDIO VISUAL EF EACH FACE KIP FT THOUSAND FOOT POUNDS QTR QUARTER

A/E ARCHITECT/ENGINEER EA EACH KIP THOUSAND POUNDS QT QUARRY TILE

3PLY THREE-PLY E MODULUS OF ELASTICITY JT JOINT QS QUARTZ SURFACE

ABBREVIATION TERM(S) ABBREVIATION TERM(S) ABBREVIATION TERM(S) ABBREVIATION TERM(S)

Assembly Code

ABBREVIATION SCHEDULE

Revisions

ID Date Description



SPRINKLER

RISER
ROOM

029

CORRIDOR
028

ELEVATOR

EQUIPMENT
026

Room
032

MAINTENANCE

OFFICE
033

CUSTODIAL

OFFICE
027

MECHANICAL

&

ELECTRICAL
EQUIPMENT

ROOM
025

LAW

ENFORCEMENT

TRAINING
&

EXERCISE
024

GENERAL ARCHITECTURE NOTES:

1.ITEMS SHOWN HALF-TONED (OR WITH GRAY LINES) ARE EXISTING ITEMS TO 
REMAIN OR ITEMS FURNISHED AND INSTALLED BY THE OWNER OR CONTRACTOR, 
SEE THE DRAWINGS OR SPECIFICATIONS FOR DELINEATION OF INSTALLER.  ITEMS 
SHOWN IN BLACK ARE ITEMS CONSIDERED A PART OF THE WORK REQUIRED BY 
THE CONTRACT.

2.PRIOR TO THE COMMENCEMENT OF WORK OAND THROUGHOUT THE COURSE 
OF THE WORK, THE GENERAL CONTRACTOR SHALL INSPECT AND VERIFY THE 
LOCATION AND CONDITION OF ALL ITEMS AFFECTED BY THE WORK UNDER THIS 
CONTRACT AND REPORT DISCREPANCIES TO THE ARCHITECT BEFORE DOING 
WORK RELATED TO THAT BEING INSPECTED.  THIS MAY INCLUDE, BUT NOT BE 
LIMITED TO, VERIFYING DIMENSIONS.

4.CONTRACTOR SHALL NOT SCALE DIMENSIONS FROM DRAWINGS.  ANY 
QUESTIONS CONCERNING DIMENSIONS SHOULD BE DIRECTED TO THE ARCHITECT 
FOR CLARIFICATION.

5.WHEN ANY OF THE CONTRACT DOCUMENTS DEFINE MATERIALS OR EQUIPMENT, 
THE TERM 'OR EQUAL,' IF NOT INSERTED, SHALL BE IMPLIED. THE SPECIFIC 
MATERIALS OR EQUIPMENT MENTIONED SHALL INDICATE THE TYPE, FUNCTION 
AND MINIMUM STANDARD OF DESIGN.  THE ARCHITECT OR ENGINEER OF RECORD 
SHOULD BE CONTACTED BEFORE USING ANY ALTERNATE MATERIALS OR 
EQUIPMENT.

6.IN ADDITION TO WHAT IS NOTED ON THE DRAWINGS, SEE THE SPECIFICATIONS 
FOR A COMPLETE LIST OF ITEMS THAT ARE OWNER FURNISHED EQUIPMENT OR 
SYSTEMS AND WHO IS RESPONSIBLE FOR INSTALLATION.

7.ALL WOOD BLOCKING WITHIN THE WALL ENVELOPE SHALL BE FIRE-RESISTANT.  
SEE SPECIFICATIONS FOR MORE INFORMATION.

9.WALL PENETRATIONS SHALL BE SEALED AS REQUIRED BY THE CONTRACT 
DOCUMENTS OR BUILDING CODES.

12.COORDINATE WITH ARCHITECT ALL MECHANICAL AND ELECTRICAL ITEMS 
INSTALLED IN SUCH A WAY AS TO NOT INTERFERE WITH THE CEILING HEIGHT 
INDICATED.
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UP

UP

UP
UP

UP

UP

UP

UP

UP

UP

GARAGE
151

SALLYPORT
152

YARD

MAINTENANCE
STOR.

153

STOR.
154

RESTRICTED

CORR.
145

SURVEILLANCE

CORR.
156

SURVEILLANCE

CORR.
157

ELEV. 2
E-2

ELEV.

LOBBY
147

CORR.
148

ASSESSOR

RECORDS/

STO./WORK
RM.

117D

ASSESSOR

MACHINES
RM.

117C

CLERK/REG.

OF

DEEDS
RECORDS

& STO.
116C

ASSESSOR

OFFICE
117B

COAT

RM
118

STAFF

TOILET
119

TREASURER'S

OFFICE
120B

COUNTY

TREASURER
120A

TREASURER'S

WORK

AREA &
SPECIAL

USE RM.
120D

TREASURER'S

RECORDS/

STO./WORK
RM.

120C

EMERGENCY

EXIT/

CONTROLED
ENTRY

155

COUNTY

ASSESSOR
117A

STAIR 2
S-2

PUBLIC

CORR.

104

RESTRICTED

CORR.
144

WOMEN'S

DAYROOM-2
174A

DAYROOM-2
173A

CELL
173B

CELL
173C

WOMEN'S

CELL
174B

WOMEN'S

CELL
174C

STORAGE

BEDDING,

SUPPLIES,
JAN. &

ETC.
168

EXERCISE

AREA
175

WORK

RELEASE
DAYROOM-4

167A

WORK

RELEASE
BUNKROOM

167B

MEDIUM

SECURITY
CELL
163C

MEDIUM

SECURITY
CELL
163B

MEDIUM

SECURITY
DAYROOM-2

163A

MEDIUM

SECURITY
CELL
162E

MEDIUM

SECURITY
CELL
162D

MEDIUM

SECURITY
DAYROOM-4

162A

MEDIUM

SECURITY
CELL
162C

MEDIUM

SECURITY
CELL
162B

KITCHEN
164

MAXIMUM

SECURITY
CELL
166D

MAXIMUM

SECURITY
CELL
166C

MAXIMUM

SECURITY
DAYROOM-2

166B

MEDIUM

SECURITY
CELL
160B

MEDIUM

SECURITY
CELL
160C

MEDIUM

SECURITY
DAYROOM-2

160A

SURVEILLANCE

CORR.
159

SURVEILLANCE

CORR.
158

MEDIUM

SECURITY
CELL
161C

MEDIUM

SECURITY
CELL
161B MEDIUM

SECURITY
DAYROOM-2

161A

MEDICAL

&
RECORDS

169

HOLDING

CELL
170

HOLDING

CELL
171

RESTRICTED

CORR.
143

COUNTY

CLERK/REGISTER

OF
DEEDS
116A

STAIR 1
S-1 STAIR 3

S-3

STAIR 4
S-4

LAUNDRY
101

INTERVIEW
136

LIBRARY
138TOILET

142

SQUAD

ROOM
125

CORRECTIONS

OFFICE
141

VISITNG
140B

VISITING
102

SHOWER
139C

TOILET
139D

BOOKING
139A

INVESTIGATOR
131

RESTROOM
132

COMMISSION

RM
113

VESTIBULE
182

BREAK
180

REST

AREA
178DIRECTOR

177

LOCKERS
179

RESTROOM
181

DISPATCH
176

PUBLIC

WOMEN'S
TOILET

107

JANITOR
109

PUBLIC

MEN'S
TOILET

108

SHERIFF
184

LIEUTENANT
185

RECEPTION/

CIVIL
PROCESS

183

FOOD

STORAGE
165

THE WEST BAY OF 
THE GARAGE WILL 
BE AVAILABLE TO 
THE CONTRACTOR 
FOR THE DURATION 
OF THE PROJECT. 

LINE INDICATES 
EXISTING 2-HR RATED 
ASSEMBLY. MAINTAIN 

RATING WITH ALL 
PENETRATIONS

LINE INDICATES 
EXISTING 2-HR RATED 
ASSEMBLY. MAINTAIN 

RATING WITH ALL 
PENETRATIONS

IF WALL DEMOLITION IS 
REQUIRED TO COMPLETE 

WORK, COORDINATE 
DISRUPTION WITH 

ASSESSOR'S OFFICE. 
PATCH AND REPAIR TO 

MATCH EXISTING

DRIVE IN FRONT OF THE WEST BAY OF 
THE GARAGE WILL BE AVAILABLE TO 
THE CONTRACTOR FOR THE DURATION 
OF THE PROJECT. STORAGE AND 
PARKING WILL ONLY BE PERMITTED IN 
THIS LOCATION. 
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MIN.

5' - 0"

MAINTAIN CLEAR SPACE BETWEEN 
OVERHEAD DOORS AND THE PUBLIC 
RIGHT OF WAY.

LINE INDICATES PATH 
OF CONTRACTOR 
ACCESS. ALL TOOLS 
AND UNINSTALLED 
MATERIALS TO BE 
REMOVED FROM 
PROJECT SITE AT 
THE END OF EACH 
WORK DAY.

LINE INDICATES  SECURE 
PERIMETER. ANY MOVEMENT 
THROUGH PERIMETER 
SUBJECT TO SEARCH BY 
YORK COUNTY 
CORRECTIONS. 

LINE INDICATES  SECURE 
PERIMETER. ANY MOVEMENT 
THROUGH PERIMETER 
SUBJECT TO SEARCH BY 
YORK COUNTY 
CORRECTIONS. 

LINE INDICATES  SECURE 
PERIMETER. ANY MOVEMENT 
THROUGH PERIMETER 
SUBJECT TO SEARCH BY 
YORK COUNTY 
CORRECTIONS. 

GENERAL ARCHITECTURE NOTES:

1.ITEMS SHOWN HALF-TONED (OR WITH GRAY LINES) ARE EXISTING ITEMS TO 
REMAIN OR ITEMS FURNISHED AND INSTALLED BY THE OWNER OR CONTRACTOR, 
SEE THE DRAWINGS OR SPECIFICATIONS FOR DELINEATION OF INSTALLER.  ITEMS 
SHOWN IN BLACK ARE ITEMS CONSIDERED A PART OF THE WORK REQUIRED BY 
THE CONTRACT.

2.PRIOR TO THE COMMENCEMENT OF WORK OAND THROUGHOUT THE COURSE 
OF THE WORK, THE GENERAL CONTRACTOR SHALL INSPECT AND VERIFY THE 
LOCATION AND CONDITION OF ALL ITEMS AFFECTED BY THE WORK UNDER THIS 
CONTRACT AND REPORT DISCREPANCIES TO THE ARCHITECT BEFORE DOING 
WORK RELATED TO THAT BEING INSPECTED.  THIS MAY INCLUDE, BUT NOT BE 
LIMITED TO, VERIFYING DIMENSIONS.

4.CONTRACTOR SHALL NOT SCALE DIMENSIONS FROM DRAWINGS.  ANY 
QUESTIONS CONCERNING DIMENSIONS SHOULD BE DIRECTED TO THE ARCHITECT 
FOR CLARIFICATION.

5.WHEN ANY OF THE CONTRACT DOCUMENTS DEFINE MATERIALS OR EQUIPMENT, 
THE TERM 'OR EQUAL,' IF NOT INSERTED, SHALL BE IMPLIED. THE SPECIFIC 
MATERIALS OR EQUIPMENT MENTIONED SHALL INDICATE THE TYPE, FUNCTION 
AND MINIMUM STANDARD OF DESIGN.  THE ARCHITECT OR ENGINEER OF RECORD 
SHOULD BE CONTACTED BEFORE USING ANY ALTERNATE MATERIALS OR 
EQUIPMENT.

6.IN ADDITION TO WHAT IS NOTED ON THE DRAWINGS, SEE THE SPECIFICATIONS 
FOR A COMPLETE LIST OF ITEMS THAT ARE OWNER FURNISHED EQUIPMENT OR 
SYSTEMS AND WHO IS RESPONSIBLE FOR INSTALLATION.

7.ALL WOOD BLOCKING WITHIN THE WALL ENVELOPE SHALL BE FIRE-RESISTANT.  
SEE SPECIFICATIONS FOR MORE INFORMATION.

9.WALL PENETRATIONS SHALL BE SEALED AS REQUIRED BY THE CONTRACT 
DOCUMENTS OR BUILDING CODES.

12.COORDINATE WITH ARCHITECT ALL MECHANICAL AND ELECTRICAL ITEMS 
INSTALLED IN SUCH A WAY AS TO NOT INTERFERE WITH THE CEILING HEIGHT 
INDICATED.
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8' - 8"

8' - 8"

8' - 8"

8' - 8"

8' - 8"

8' - 8"

8' - 8"

8' - 8"
8' - 8"

8' - 8"

11' - 8"

11' - 8" 11' - 8"

11' - 8"

17' - 4"

8' - 8"

8' - 8"

8' - 8"

8' - 8"8' - 8"

11' - 8"

11' - 8"

11' - 8"

11' - 8"

11' - 8"

8' - 8" 8' - 8"

CONCRETE STRUCTURE VARIES. 
HIGHEST POINT AT 11'-8"

CONCRETE STRUCTURE VARIES. 
HIGHEST POINT AT 11'-8"

8' - 8"

8' - 8"

11' - 8"

11' - 8"

11' - 8"

11' - 8"

11' - 8"

11' - 8"
11' - 8"

11' - 8"

11' - 8" 11' - 8"

11' - 8"

11' - 8" 11' - 8"

11' - 8"

11' - 8"

11' - 8"

11' - 8"

11' - 8"

11' - 8"

WORK

RM.
186

VEST.
128

PUBLIC
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CORR.

129

INVESTIGATOR
131

RESTROOM
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CORR.
130
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134
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101

INTERVIEW
136
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VIEW
RM.
137

LIBRARY
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BOOKING
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SHOWER
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102

VISITNG
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OFFICE
141

RESTRICTED

CORR.
143

SURVEILLANCE
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175
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&
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169
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170

HOLDING
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171
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WOMEN'S
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174A

CELL
173B
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173C

WOMEN'S

CELL
174B

WOMEN'S
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174C

STORAGE

BEDDING,
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ETC.
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WORK

RELEASE
BUNKROOM

167B

WORK

RELEASE
DAYROOM-4
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FOOD

STORAGE
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SECURITY
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KITCHEN
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155
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151

RESTRICTED
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ROOM
125

COMMISSION

RM
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COUNTY
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DEEDS
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COUNTY

ASSESSOR
117A
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OFFICE
117B

COUNTY

TREASURER
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OFFICE
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TREASURER'S

RECORDS/

STO./WORK
RM.

120C

ASSESSOR

RECORDS/

STO./WORK
RM.

117D

ASSESSOR
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RM.

117C

CLERK/REG.

OF

DEEDS
RECORDS

& STO.
116C

ELEV. 2
E-2

ELEV.

LOBBY
147

CORR.
148

STORAGE
149

STAIR 4
S-4

PARTITION TRACK

WALL CABINET 
BENEATH SOFFIT

8' - 8"

GENERAL CEILING NOTES:

1.ITEMS SHOWN IN HALFTONE (GRAY) ARE EITHER EXISTING ITEMS TO REMAIN OR 
ITEMS SHOWN FOR CLARIFICATION (DOORS, GLASS, ETC.)  ITEMS SHOWN IN 
BLACK ARE ITEMS TO BE INSTALLED AND COORDINATED PER THE CONTRACT.

2.COORDINATE ALL WORK WITH MECHANICAL AND ELECTRICAL.

3.SEE MECHANICAL AND ELECTRICAL DRAWINGS FOR OTHER CEILING INSTALLED 
ITEMS NOT INDICATED ON THE ARCHITECTURAL DRAWINGS.  COORDINATE 
REQUIREMENTS BETWEEN ALL DRAWINGS.  COORDINATE ANY TEMPORARY 
ELECTRICAL/ MECHANICAL SHUT-OFFS WITH OWNER TO PROVIDE MINIMAL 
DISRUPTIONS.

4. ALL NEW CEILING GRIDS SHALL BE CENTERED WITHIN THE ROOM AS 
INDICATED IN THE ARCHITECTURAL CEILING PLANS, UNLESS SHOWN OTHERWISE.  
AVOID CEILING TILES LESS THAN 3" IN WIDTH AT LOCATIONS ADJACENT TO ROOM 
WALLS WHERE POSSIBLE.

5.VERIFY FINISH OF SOFFITS AND BULKHEADS WITH ROOM FINISH SCHEDULE AND 
COLOR / MATERIAL SCHEDULE.

6.REMOVE AND REINSTALL CEILING SYSTEMS AS REQ'D TO DO WORK -
REGARDLESS OF WHETHER OR NOT THE PLAN SHOWS THERE TO BE NEW 
CEILINGS.

7.CEILING HEIGHTS ARE TO BE INSTALLED AT HEIGHTS INDICATED.  MECHANICAL 
OR ELECTRICAL WORK SHALL BE INSTALLED TIGHT TO THE STRUCTURE AND MAY 
REQUIRE VERTICAL OR HORIZONTAL OFFSETS IN COORDINATION WITH EXISTING 
CONSTRUCTION OR CONSTRUCTION INSTALLED PER THIS CONTRACT.  UNDER NO 
CIRCUMSTANCE SHALL THE CEILING BE INSTALLED AT HEIGHT LOWER THAN THAT 
INDICATED.  COORDINATE LOCATION OF WORK IN CONJUNCTION WITH EXISTING 
PRIOR TO INSTALLATION TO AVOID FUTURE CONFLICTS WITH CEILING 
INSTALLATION.

8.CONTRACTOR TO PROTECT EXISTING WALLCOVERING AND WALL FINISH WHILE 
REMOVING EXISTING CEILINGS.  CONTRACTOR TO REPAIR ANY WALLCOVERING, 
EXISTING FINISHES, AND GWB THAT IS DAMAGED DURING CEILING REMOVAL AND 
REPLACEMENT.

9.COORDINATE NEW AND EXISTING SPRINKLER HEAD LOCATIONS WITH 
ARCHITECTURAL, MECHANICAL AND ELECTRICAL ITEMS SHOWN IN THE 
DRAWINGS.

REFLECTED CEILING LEGEND

LIGHT FIXTURES

SUPPLY DIFFUSER

RETURN / EXHAUST DIFFUSER

24"X24" ACOUSTICAL CEILING 
PANEL SYSTEM

24"X48" ACOUSTICAL CEILING 
PANEL SYSTEM

GWB SOFFIT OR CEILING; 
E.I.F.S. @EXTERIOR SOFFITS

CEILING ACCESSS PANEL

S

SMOKE DETECTOR

EXIT LIGHT

SPRINKLER HEAD

INTERCOM SPEAKERS SEE ELEC. / MECH. FOR LOCATIONS.
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